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ALL RIGHTS RESERVED., THIS IRAWVING OR ANY PART THEREDF MUST
NOT BE REPRODUCED [N ANY FORN VITHINT THE WRITTEN PERMISS]ION
OF ARED-POVER UNITIZED FUELER

13-11 1/8” APPROXIMATE HEAD TO HEAD

11'-2” OQUTER STRAIGHT SHELL

AREO-POVER SHALL JE RESPONSIRLE ONLY FOR [TENS INOICATED
78 RESPINSERLE TR VERIFIING CORRECTIESS [F SL7% / LOCATLON. 10'-8" INNFR STRAIGHT SHELL
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|43~ 43" | MBA # 4979
SADDLES ARE STI SPEC 6 HIGH —— GROUND LEVEL FILL BOX '
i a0 o | SADDLES ARE SEAL WELDED TO TANK | 70 WG sTicke
|
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I 25" \ ONE INCH HIGH
2'¢ HOLES TYP RED LETTER STENCIL _ rouye ¢ or 4 407s
CAPACITY - 4,000 GALLONS »AEEO—FOWER>
MATERIAL — MILD CARBON STEEL A 4’ FEMALE FG COUPLING \_
THICKNESS = INNER SHELL -~ 1/47 B 8“ X 150# RFSO FLANGE MOUNTED IN 24 X 1/27 THICK PLATE o e SO
OUTER SHELL - 1/4“ ‘ ’ .
MANWAY — PRIMARY EMERGENCY VENT USE [THIS T0 BE ADDED TO 3OTH SUES OF TAK]
HEADS - INNER — 5/16° MIN. STD FLG'D & DISHED A| |
OUTER — 5/16” MIN. STD FLGD & DISHED C 8" X 150# RFSO FLANGE THROUGH OUTER SHELL
CONSTRUCTION - INNER & LUTER — Lap ONLY - INTERSTICE EMERGENCY VENT USE /A/LPEO /DO WE/‘?
WELD OUTSIDE ONLY D LIFT LUG
TEST - INNER - 20 PSIG HYDROTEST 7 ®
OUTER - 5 PSIG AIR E 2 FNPT THROUGH OUTER SHELL ONLY WITH 400N0E\[/3\/ALYD9R?< ¢CIFT]YRESGTUYAI_RED
BAINT — INT - NONE CAST IRON PLUG - FOR MFG USE ONLY
EXT - SSPC SP6 BLAST, EPOXY F 27 MONITOR PIPE MALE NPT END CUSTOMER:  ---
PAINT SYSTEM, COLOR TO BE PROUECT  ——-—
WHITE G 27 FITTING THROUGH OUTER SHELL ONLY WOTE N -

LABEL - UL 2085, FIREGUARD, NYC FD, & NY PART 614 H
CITY

6° FEMALE FG COUPLING
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