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1000 GAL DIESEL FUEL TANK - PLAN
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1000 GAL DIESEL FUEL TANK - ELEVATION
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AROUND DIKE

NOTES:

1. PRMARY TANK:
SHELL — 7 GA._ HEAD - 7 GA.
CONTANMENT: 7 GA.

2. MATERIAL — MILD CARBON STEEL

3. FACTORY TEST AT 5-7 PSIG.

4. ENTIRE UNIT UL LISTED AND ARE FOR OUTDOOR USE.

5. EXTERIOR FINISH (INCLUDING INTERIOR OF DIl -
SSPC—SP7 BRUSH BLAST CLEANING & MAB PLYMASTIC

6. ALL DIMENSIONS ARE APPROXINATE.
7. CONTAINMENT CAPACITY >150%

8. PRIMARY TANK SHELL AND HEAD WELDS TO BE AS
SPECIFIED IN UL142.

8. ANY JOINT NOT DETAILED SHALL BE A CONTINUOS FULL
FILLET WELD.

10. A B’ WIDE X 15’ LONG X 8° THICK CONCRETE PAD

NINIMUM OF 4' ABOVE GRADE. BOLLARDS SHALL BE PLACED
NO MORE THAN 4' APART.
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1000 GAL DIESEL FUEL TANK - SECTION AA
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ALL RIGHTS RESERVED. THIS DRAWING
OR _ANY PART THEREOF MUST NOT BE
REPRODUCED IN ANY FORM_WITHOUT
WRITTEN PERMISSION OF AREO-POWER
UNITIZED FUELER, INC.
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