SUFFOLK COUNTY GENERICALLY APPROVED
FUEL OIL TANK INSTALLATION GUIDELINES.

NORMAL VENT TO ENTER THRU
THIS OPENING. SEAL OFF WITH

RUBBER REDUCING BOOT. \
D/W PIPING TO ENTER THRU

THIS OPENING. SEAL OFF MTH ———— 1]

RUBBER REDUCING BOOT

4" PIPE STUB T.0.E AROUND
2" FNPT-TERMINATE DOUBLE

HINGED PANEL FOR

FILLING AND
/ 1 INSPECTION
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WALL PIPING HERE.

INSTALL VENT WHISTLE HERE

INSTALL EMERGENCY VENT IN

THIS LOCATION.
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INSTALL FILL ADAPTER

AND CAP HERE.

INSTALL MECHANICAL LEVEL

GAUGE AT THIS LOCATION.
FIBERGLASS GRATE
GOES HERE

L2X2X1/4" STEP
SUPPORTS

J 1"

250 GALLONS

INSTALL VENT WHISTLE AND NORMAL

4" PIPE STUB T.0.E AROUND
2" FNPT-TERMINATE DOUBLE
WALL PIPING HERE.

INSTALL EMERGENCY VENT IN
THIS LOCATION.

VENT AT THIS LOCATION \

:J L

INSTALL FILL ADAPTER
AND CAP HERE.

INSTALL MECHANICAL
— LEVEL GAUGE AT

THIS LOCATION.

500 GALLONS

SUFFOLK COUNTY GENERICALLY APPROVED
WASTE OIL TANK INSTALLATION GUIDELINES.

NORMAL VENT TO ENTER THRU
THIS OPENING. SEAL OFF WITH

RUBBER REDUCING BOOT. HINGED PANEL FOR
FILLING AND
—
=

/ INSPECTION

— 8" FILL / PUMPOUT
- HATCH

INSTALL MECHANICAL
INSTALL EMER(‘I%EINSOIO\(,)FANI:IFOE‘ LEVEL GAUGE AT
: THIS LOCATION.

FIBERGLASS GRATE
GOES HERE

L2X2X1/4" STEP
|' SUPPORTS

M r

250 GALLONS

INSTALL, INSTALL
PLUG HERE PLUG HERE

INSTALL NORMAL /
VENT AT THIS LOCATION

\ INSTALL MECHANICAL
INSTALL EMERGENCY
VENT AT THIIS LOCATION. LEVEL GAUGE AT

THIS LOCATION.

500 GALLONS



